
GENERAL NOTES:

FOR MECHANICAL PIPING NOTES,
LEGENDS, AND ABBREVIATIONS, SEE
SHEETS M-900001B THRU M-900007B.

FOR ADDITIONAL TRANSMITTERS AND
INDICATORS, SEE SHEETS MP900601B
THRU MP900608B.

REFER TO SHEET A-900008B FOR HEMP
SHIELD.

KEYNOTES:

A.

B.

C.

FOR FUEL OIL PIPING SEE DIAGRAM ON
SHEET MP900608B. ALL PIPING SHALL
BE FIELD ROUTED PER
MANUFACTURER'S RECOMMENDATION

3" UTH WITH FLAME ARRESTER, REFER
TO MH900111B FOR CONTINUATION

150 PSIG FLANGED STAINLESS STEEL
TWO PLY BELLOWS EXPANSION JOINT
W/ PIPE GUIDES AND ANCHORS PER
MANUFACTURER'S RECOMMENDATIONS
FOR 2" MOVEMENT

4" UTH EMERGENCY VENT, REFER TO
MH900111B FOR CONTINUATION

TERMINATE PIPE W/ BLIND FLANGE

14" DIA DOWN W/ METAL EXPANSION
JOINT FOR PIPING SEE DETAIL 4 ON
SHEET MP900502B

3/4" HTS/HTR TO & FROM HX-90022001,
REFER TO MP900606B FOR
CONTINUATION

1-1/4" FOS/FOR @ 8' AFF ROUTE FUEL TO
BOILER PER SHEET MP900608B

SKID W/ FOP-90003001A & FOP-
90003001B, SEE SHEET MP900608B

BACK PRESSURE REGULATOR SEE
MP900608B

REFERENCE PRESSURE FOR PDIT-
90031002A

REFERENCE PRESSURE FOR PDIT-
90031002B

CONNECT TO REFERENCE POINT NEAR
GRID 6-D AS NOTED

REFER TO SPECIFICATION SECTION 43
21 29. 01 00 FOR FLOW METER SIZE.
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ALL DIMENSIONS AND/OR DIMENSIONS SHOWN IN
CALLOUTS/NOTES ARE INCHES UNLESS OTHERWISE NOTED

 1/4" = 1'-0"MP900401B
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